
 

APPLICATIONS FOR GAS RELATED PERMITS- 2016 
 
There have been many questions relating to the installation of LP tanks, gas piping and appliances. Below is the 
procedure for obtaining correct permits and inspections relating to gas installations: 
 
GAS TANKS: If you are installing, replacing, exchanging or relocating an LP gas tank, you will need to submit an 
application to install/replace an LP tank. This is for the TANK ONLY. You will need to provide a description of the 
work and a diagram. Distances to windows, vents, ignition sources, lot lines, buildings, etc. are important to 
determine that you are meeting the codes. If there is not enough information on the application, this may delay 
your permit, as the Inspector will need to contact you about it.  EXPECT 3-5 BUSINESS DAYS BEFORE APPROVAL. Do 
not install the tank before getting the PERMIT (separate from the application) in hand. If the tank is installed prior 
to issuing the permit, the Inspector will document this, may charge you an additional fee and have any problems 
corrected at your expense. Please note on the permit how you document to the Fire Department underground 
tank installs. If you do not submit pictures per the permit, you may not obtain future permits until the previous 
permits are closed. This option is provided understanding the costs associated with excavation equipment and 
manpower, but can be rescinded if it is not followed. 
 
PIPING AND APPLIANCES: If you are installing, adding, replacing modifying or relocating piping, equipment or 
appliances that use LP or natural gas, you need to submit an application for piping or installation gas equipment. 
This is for anything BEYOND THE TANK. You will need to provide a diagram showing the piping that you are 
installing or modifying. This is done so the Inspector will know what work you will be doing versus what work was 
existing. Should there be a problem with something on site, it will help the owner/occupant understand who is 
responsible for what, so it can be corrected appropriately. EXPECT 3-5 BUSINESS DAYS BEFORE APPROVAL. PLAN 
ON 3-5 BUSINESS DAYS TO SCHEDULE THE PRESSURE TEST. Pressure tests (as explained on the permit) will be 
witnessed by a Fire Official. Any equipment shall be inspected before being placed in service. Manuals for 
equipment should be available for review by the Inspector. Any changes from the application may delay approval. . 
If the piping or equipment is installed prior to issuing the permit, the Inspector will document this, may charge you 
an additional fee and have any problems corrected at your expense. 
 
FEES: Fees shall be paid by check or may be invoiced at your request. Cash will not be accepted. 
 
INSPECTION: It is the responsibility of the applicant to notify the Fire Prevention Division when the installation is 
complete and ready. This can be done by email  (11k1@comcast.net) or phone (603)642-8132, option 3. 
 
EMERGENCY: If there is a heat emergency (blown HWH, furnace, etc.) please call 603-642-8132, push option 3 and 
leave a message with fire prevention of the location, what you are doing and why it is an emergency. Make sure to 
fill out the appropriate application and get it submitted the next business day. We will work with you to ensure the 
customer has heat/HW safety. 
 
For anything unusual, problems, issues found during installation, etc. please call Fire Prevention or email them at 
11k1@comcast.net. We will do our best to work with you and the occupant/owner while providing safety and 
meeting the codes.  
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